
CONFIDENT VEGA, THRISSUR

CUBE TEST RESULT

SL NO DESCRIPTION 7 Days 28 Days 7 Days 28 Days

1 15-11-16 SLAB NINTH FLOOR M20 13.33 20 14.81 21.92

2 16-11-16 COLUMN C(20,1,5) M30 20 30 21.17 34.51

3 17-11-16 SLAB NINTH FLOOR M20 13.33 20 15.703 21.62

4 18-11-16 COLUMN C(7,10,42) M30 20 30 21.03 30.22

5 19-11-16 COLUMN C(43,44) M30 20 30 21.18 33.33

6 21-11-16 COLUMN C(9,13,46) M30 20 30 21.47 33.77

7 23-11-16 COLUMN C(48,38,12) M30 20 30 21.18 34.51

8 24-11-16 COLUMN C(16,18,22) M30 20 30 25.18 34.51

9 25-11-16 COLUMN C(32,35,17) M30 20 30 25.33 34.66

10 27-11-16 COLUMN C(21,11) M30 20 30 25.92 33.18

11 29-11-16 COLUMN C(26,29) M30 20 30 26.22 34.07

12 30-11-16 COLUMN C(39,15) M30 20 30 25.77 30.07

13 02-12-16 COLUMN C(2,47) M30 20 30 25.18 33.47

14 03-12-16 COLUMN C(41,45) M30 20 30 25.63 34.51

15 05-12-16 SLAB TENTH FLOOR M20 13.33 20 14.514 21.62

16 06-12-16 COLUMN C(3,4,6,8,14,25,27,19,23,40) M25 16.33 25 25.47 34.51

17 08-12-16 SLAB TENTH FLOOR M20 13.33 20 14.81 21.92

18 10-12-16 SLAB TENTH FLOOR M20 13.33 20 15.25 21.62

19 12-12-16 SLAB TENTH FLOOR M20 13.33 20 15.4 23.1
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